141.3mme BC 76.2mmeo

SAMPLING STATION \
E H 12.7mmo (4) 76.2mme
ALUMINUM BASE 4
!‘: "\ PEDESTAL DETAIL
1 ALUMINUM HOUSING
PEDESTAL F =
COPPER VENT TUBE
10mm OD COPPER WITH
STEEL FLANGE —T 10mm BALL VALVE
ADAPTER BOLTED
TO BOX GROUND TO BE GRADED
WITH SLOPE AWAY
FROM CONCRETE PAD
i _ { FINISHED GRADE
/4;‘; L ‘«4;«@/\ MIN100mm/
\/\//\\\///\ < : \/\\ X N A7)
SRR / NN NSNS SRS
600mm X 1000mm - ] 5
CONCRETE PAD NON—DRAINING
100mm THICK MIN CURB STOP VALVE \
MINIMUM COVER
AS SPECIFIED
ZOE?A,E’E?FQSE BY BWG DESIGN
STANDARDS
I\
ARMOUR ROADWAY
BOX (THREADED)
FRONT VIEW

19mm COPPER SERVICE

TUBE TYPE 'K’ SOFT

| COPPER OR CSA

APPROVED POTABLE

- % PLASTIC PIPE Y

y ﬁ P
INSTALLED ON

WATER MAIN

CONCRETE SUPPORT

TO BE UNDER CONCRETE
HOUSING ONLY SUPPORT BLOCK
NOTES:
1. GRADING TO BE SLOPED AWAY FROM SAMPLE STATION TO AVOID LOCALIZED
PONDING.

2. CATHODIC PROTECTION PER BWG DESIGN STANDARD D113.
3. BACKFILL WITH APPROVED GRANULAR MATERIAL.

ALL DIMENSIONS IN mm UNLESS OTHERWSE SPECIFIED.

TOWN OF BRADFORD WEST GWILLIMBURY

SCALE:
N.T.S.

SAMPLING STATION T "Nov 2014

INSTALLATION ST
D103
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